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GRX-3106 shown with load connected to Zone 1.
Any model GRAFIK Eye 3000 Series Control Unit
can be used with the load connected to any Zone.
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Load Side Emergency Transfer can be accomplished using the GRAFIK Eye 3000 Series when used with a UL
1008 Listed Emergency Transfer contactor.  Refer to the wiring diagram below for set up.


